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PLAN REVIEW DRAWINGS 
 
The Arizona State Fire Code requires the submittal of plans for new construction, remodeling, 
alterations and additions to State and County Buildings, public schools, charter schools, and 
private schools. Construction of ALL occupancy types, except residential dwellings of less than 
5 units, located in areas without a locally adopted Fire Code, must be reviewed for compliance 
with the State Fire Code by the Office of the State Fire Marshal. 
 
Pursuant to  A.R.S.§§ 34-461D and 34-462, State owned buildings and Community College 
buildings must  comply  with the locally adopted Fire Prevention codes which supplement or are 
more stringent than the State Fire Code.   State owned and Community College buildings may be 
subject to the dual review of the State Fire Marshal and the local jurisdiction with regard to fire 
safety issues.  Other public buildings may be subjected to a dual review as well.  
 
When a local jurisdiction has an agreement with the Office of the State Fire Marshal plans are 
only submitted to the local jurisdiction.   
 
NOTE:  
Plan submittals to the State Fire Marshal must include a minimum of three sets of plans with all 
required information. 
NO construction shall commence until project plans have been reviewed, approved, and a 
State permit issued.  Construction without a permit shall receive a Red Tag/immediate Stop 
Work Order.  A Stop Work Order will not be lifted until a Permit is issued and the contractor 
pays a Re-inspection fee. 
 
 

SUBMITTAL GUIDELINES 

Note: Plans for fire protection sub-systems such as fire lines, fire sprinkler systems, and 
fire alarm systems will not be approved before approval of general site construction 
documents. 
A submittal shall include as a minimum the following: 

1. Scaled civil drawings of site showing all building, including spacing, setbacks, fire 
department access lanes, site grades, height clearance, width, surface materials and 
construction, (including weight bearing), access turnarounds and hammerheads to include all 
dimensions and turn radii. 

2. Fire flow requirements for site per IFC 2003- Appendix B. 

3. Building construction and classification, with allowable increases described. 
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4. Square footage of each floor and building. 

5. Height of each building. 

6. Fire hydrant locations, on and off site. 

7. Complete floor plans showing; occupancy separations, fire doors, area separations, exiting 
requirements, corridor widths, direction and swing of doors, identification of dead end 
corridors, distances between exits, panic hardware and all other door hardware such as 
closures, fire stops, all rated construction, emergency lighting (type and location), occupant 
load in assembly areas, exit signs, wall coverings and surface finish flame spread 
characteristics, protected openings in exterior walls, and vertical opening enclosure. 

8. Complete mechanical plans showing all fire and smoke dampers, and air handling units with 
capacity over 2,000 CFM which require duct detectors. 

9. All fire protection system design requirements, i.e.; fire sprinkler water flow and design, and 
fire alarm system requirements submittals must be stamped by an Arizona Registered design 
Architect or Engineer. 

10. Shop drawings are required to be submitted by an Arizona Registered design Architect or 
Engineer with the complete project plan set submittal if all system Permits are to be issued 
under the single submittal; or separately by a registrant or the licensed installing contractor to 
receive a separate Permit for each system. 

11. Payment, cash or check to “Department Fire Building Life Safety” for the estimated Permit 
fee amount 
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